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Table A4 – Parameter ‘ a’ to assess the activation of manual or automatic 
movable sun protection structures for different sur face dispositions

inclination

vertical Winter

Summer

North NE/NW East/West SE/SW South
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Calculation Heating demand: 
DIN EN 832 / EN ISO 13790 (months balancing)

Einbindung des 

Determination of the heating 
and cooling requirements 
according to DIN V 18599 Part 2

Gain of heat Q g

�
�

�

�

�
�

�

�
= th , f

l Q
gQ

usable for heating 
Q� -QQ ×=

Loss of heat Q l

 gusable g Q�Q ×=

Einbindung des 

Kühlbedarf

in das 

Bewertungsverfahr
en 

not usable for heating 
purposes (not usable heat 

 gusablenot  g Q� )(1Q ×-=

usable for heating 
purposes h l h Q� -QQ ×=

Heat demand

Heating demand of the 
building zone

Qh

purposes (not usable heat 
gains)

Cooling requirements of the 
building zone

Qc = Qg not usable

g
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Heat source   Q sourceHeat sink         Q sink

Useability factor

source

sink

Q
f ,

Q
hhhh tttt� �

= � �
� �

hhhh

( )b ,c sourceQ Qhhhh= - ×1b,h sink sourceQ Q Qhhhh= - ×

tttt :  Cooling time

Heating demand of the
building zone

Cooling requirements of the 
building zone
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country

Userdependent ventilation ÖÖÖÖ ÖÖÖÖ

Decentral ventilation ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Passive double skin facade ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ
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Active double skin facade ÖÖÖÖ ÖÖÖÖ

Absorption paint coating ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Products for improving airtightnessÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Micro-CHP ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Absorption heat pump ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Gas heat pump ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Heat recovery unit (ventil.) ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Counter flow heat recovery ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

DC ventilators ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖDC ventilators ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Energy management systems ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Daylight sensors ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Presence detection sensor ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Triple glazing ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Insulated window frames ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ

Solar protection glazing ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ ÖÖÖÖ
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( ) ( )[ ]ttAttApFQ +×++×××=

&	���	�����
��	����
��
�'( �� )
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���*

Width range of daylight:

(((( ))))TL,max St Ne2 5,a h h= × -= × -= × -= × -

Depth of the daylight range:

For vertical facades:      A DL =   a DL 
. b DL 

( ) ( )[ ]eff,NightDLeff,Day,nonoDLeff,Nighteff,Day,TLDLt,nb ttAttApFQ +×++×××=,1

bDL = window width + 0,5 . aTLADL, max

hSt- hNe

working plane

height of fall

aDL
bDL

aDL/ 4

hST - hNe
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Light system
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light generation light distribution light transfer

generation distribution transfer



&�����
�������

� �������������
������������������

�������������
��
� ��
���������
���������

� ������
��
�������� !   �" #  !   ��
���

� $���������������
�����

� ��
�%��

�

� #&#��������������
������������������

� �����������������
������

� '
�
����������������
������



7��������	���	�	����������8

(�����
�&�(�����
�&�
� )�����
��*�������������������*�����
*+� ������

�����	�
�	�����
�
����
����	��
������
��
���
������
���
�
�����������
����	
�

,�����&
� ������
��	����������
��
�����	��
�������	��
�����
� �����
����
��
������������
���
��
���

� ����������
� 	�
�����
�����

� ��	����������	�����
���
�
��������
�����
��
�
���
�


Calculation
Procedures

Legally secure
(EU)

Legally 
secure

(national)

Enforceable

Verifiable

Consensus

Credible,
accurate

Transparent
(externally)

Robust

Affordable 
and

efficient

Open to
innovative

technologies

Flexible
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(EU)

Unambiguous,
reproducible

Consensus
(national/
regional)

Distinctive
Transparent
(internally)

(externally) technologies
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Energy labels 

A 
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Reproducibility

EP- indicator

consultant 1

seven classes
ABD CEFG

A 
B 
C 
D 
E 
F 
G 

Reproducibility
range

consultant 1

consultant 2
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presentation only / sorry, no imprint
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SolarArchitektur 4, DETAIL
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SolarArchitektur 4, DETAIL
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SolarArchitektur 4, DETAIL
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